SPRINKLERS
HOSE CONNECTIONS
(NO HOSES)
NO PRIVATE HYD.’S

ABOVE GROUND RPBP

DOMESTIC WATER SERVICE

FIRE SERVICE

SEE ABOVE NOTE
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IF RPBR IS INSIDE CHECK VALVE
HAS TO BE INSTALLED IN METER BOX.

DOUBLE CHECK VALVE ASSEMBLY
OR DOUBLE DETECTOR CHECK
VALVE ASSEMBLY INSTALLED.
ABOVE GROUND IN APPROVED
PREFAB BOX OR IN METRO WATER
SERVICE APPROVED UNDERGROUND
VAULT. (SEE DRAWING)

DCVA SHALL BE AT R.O.W.

GATE VALVE @ R.O.W. (LINEAR
FEET OF PIPE) CLASS 52
DUCTILE PIPE TESTED & SAMPLED

OUTLET GATE VALVE DCVA—(SEE NOTE)
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METRO WATER SERVICES

ALTERNATE

DOMESTIC AND FIRE SERVICE

4”’ 6” OR 8”
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